Abstract. Micro-hydropower is a way of improving the energetic efficiency of existent water systems. In the particular case of drinking water systems, several studies have showed that pressure reducing valves can be by-passed with turbines in order to recover the dissipated hydraulic energy to produce electricity. As conventional turbines are not always cost-effective for power under 20 kW, a new energy converter is studied. A five blade tubular propeller (5BTP), assessed through laboratorial tests on a reduced model with a diameter of 85 mm diameter and a maximal output power of 300 W, is addressed in this work. Having showed promising potential for further development, since global efficiencies of around 60% were observed, the turbine has been further used to estimate the potential for energy production in a real case study. A sub-grid of the drinking water system of the city of Lausanne, Switzerland, has been used to obtain an annual energy production through hourly simulations with several turbines.
Introduction
The definition of small hydropower (SHP) limits depends on the country. In Europe, hydropower stations with an installed power lower than 10 MW are considered as small power plants whereas the limit reaches 50MW in China. In Switzerland, SHP represents 10% of the hydroelectricity, 77% of this production is performed by the "larger" SHPs, with an installed power between 1 and 10 MW. Nevertheless, the production of micro power stations lower than 300kW is not negligible reaching 9 % of small hydroelectricity [1] .
The interest on micro and pico hydropower is increasing nowadays in the context of searching for new opportunities for renewable energy production and improvement of the existent water systems. Nevertheless, the conventional turbines are often not cost-effective for installed power under 10 MW [1] . Other than classical types of turbine, water wheels, hydraulic screws and pumps working in reverse mode are possible alternative technologies for micro and pico hydropower. Even so, to adapt to the variable discharge conditions and low heads which can be involved in micro and pico hydro schemes, research is being carried out for the development of new technologies. State of the art research on new technologies for energy recovery can be divided in three main fields of application: marine/estuary environment, small rivers and pressurized systems. In this work, focus is given to pressurized systems.
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One of the most promising types of systems for micro hydropower production is the drinking water supply system: The flow rates are guaranteed during most of the hours of the day, although low consumptions may be verified during the night; it is not dependent on the weather; the main components, such as pipes, tanks and valves, already exist [3] ; and since the flow is already pressurized, extra chambers are not necessary. The installation of turbines in these systems can also contribute to the control of leakage due to excessive pressure [4] , [5] . Moreover, the proximity of the installations to local consumers allow for a decentralized production, minimizing the transmission losses [3] . In this context, the development of a turbine for inline installation in a pressurized pipe adapted to low head operations and relatively small flow discharges is particularly interesting for drinking water supply systems.
The goal of this work is to present the experimental hydraulic characterization (characteristic curves and efficiency) of a micro/pico turbine and to simulate the energy production in a water supply network using this technology. Program. The concept was developed through CFD modeling [8] and preliminary laboratorial tests [9] .
Experimental setup
The present work introduces a new reduced scale runner of the 5BTP turbine with a diameter of 85 mm produced in École Polytechnique Fédérale de Lausanne (EPFL), Switzerland. The turbine body was designed and manufactured by the University of Applied Sciences and Arts Western Switzerland in Sion (HES-SO VS). The experiments were conducted in the HES-SO VS universal hydraulic test rig, presented in figure 1 , designed for performance tests mainly for small power turbomachines [10] following the IEC 60193 standard recommendations [8] . In figure 2 a sketch along with a photograph of the new runner, made of bronze, installed on the turbine shaft is presented. As illustrated in figure 3 , the runner is coupled to a downstream shaft placed along with the ceramic bearings is a housing with the same external diameter as the runner hub. This main shaft connects the runner to the external permanent magnet generator. Hence the runner in placed upstream from a 45° elbow in order to reduce the flow head losses (compared to a 90° one) and to ensure a uniform distribution of the upstream flow velocity. Four static pressure collectors connected to three absolute (accuracy of ±0.05%) and two differential (accuracy of respectively ±0.1% and ±0.5%) 28th IAHR Symposium on Hydraulic Machinery and Systems pressure sensors are used. They were placed one upstream from the runner, two immediately upstream and downstream of the runner and a fourth downstream from the first elbow. The discharge was measured with an electromagnetic flowmeter (accuracy of ±0.5%), the water temperature being also monitored. Finally, a torque meter (accuracy of ±1%) and an encoder were used to measure the parameters necessary to the calculation of the mechanical torque. The hydraulic performance of the turbine was accessed for discharges between 1.4 and 13.5 l/s and for runner rotation speeds between 50 and 2 750 rpm. For each fixed value of rotation speed, imposed by the generator, the full discharges range was covered, measuring at each step the flow rate, the head, the torque and the rotating speed feedback. The water temperature was kept between 15° and 25°C for all operating points.
Search algorithm and case study
Once the characteristic curves of the turbine obtained, simulations were performed to access the energy production with the 5BTP in a drinking water supply network. The choice of placement within a network is not, nevertheless, a straightforward problem due to the variability of discharges and redundancy of branches. Moreover, minimum pressure levels have to be ensured in order to guarantee the quality of water supply to the population.
To optimize the placement of turbines in a given network while respecting the pressure restrictions, the algorithm developed in [12] and [13] 
The objective function is presented as the inverse of the total energy produced in the time window T, since the simulated annealing is a minimization process, while the study is a maximization problem. With a time step t of one hour and a time window of one year, the energy was calculated according to the following relation:
where g is the gravitational acceleration (m/s 2 ),  is the water density (kg/m 3 ) and for each n turbine, Q n (m 3 /s) is the flow rate, H n (m) is the head, and  n is the total efficiency. In each iteration, the flow rate is obtained from the hydraulic state of the network, calculated with the commercial software EPANET 2.0 which is coupled to the algorithm. To simulate the turbines, singular energy drops are used, whose head-loss coefficient is calculated as a function of the turbine characteristic curve.
Updates to this algorithm were added to allow the installation of more than one turbine in each branch and to take into account head losses in the contractions and expansions.
In order to estimate the performance of the 5BTP in a water supply network, simulations in a real case study were performed using the search algorithm. The chosen case study is a sub-grid of the drinking water network of the city of Lausanne. The sub-grid has 335 branches and 312 nodes (see figure 4 ), corresponding to 17 km of pipes that cover a maximum difference of elevation of 128 m. The network model was provided by eauservice, the municipal drinking water service of Lausanne, together with five years of hourly flow data measurements of inflow into the grid. These inflows were distributed among the nodes according to the average spatial flow distribution and averaged to monthly patterns of weekdays and weekends/holidays. In average, the hourly inflow into the network is about 124 l/s. The adopted minimum pressure level was of 30 m, taking into consideration the typical height of buildings in Lausanne.
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Results
The five blade tubular propeller
The main results of the experimental characterization of the 5BPT reduced scale model are presented in figure 5 . For each fixed rotational speed of the runner, a characteristic curve can be defined relating the flow discharge Q and the total head H between the upstream and the downstream sections (see figure  3) . The hydraulic-to-mechanical efficiency  obtained for each operating point of such characteristic curves is given by the ratio between the mechanical power P mec (W) and the hydraulic power P h (W):
where Q is the flow discharge (m Thus, a more interesting characteristic curve can be obtained if we consider a variable speed operation. When addressing an application in water supply systems, the operating flow rate of the turbine is not controlled but imposed by the system consumers. Hence, in order to optimize the turbine operation, the rotational speed of the turbine should be continuously adjusted according to the discharge in order to recover the maximum power. For each flow rate, considering only the rotational speed coresponding to the highest output mechanical power, the characteristic curves presented in the left plot of figure 6 are obtained. In this case, the efficiency is not the highest possible for the corresponding rotation speed but an available higher head compensates in terms of output power.
Finally, appling the affinity laws for two turbomachines geometrically similar (equations (5) to (7)), considering that there is no hydrualic efficency step-up between the model and the prototype and a rotational speed ratio Nm/Np = 1, the characteristic curves of a prototype (runner diameter of 165 mm) coresponding to the highest output mechanical power are presented in the right side of figure 6.
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where m and p subscripts corespond to respectively the model and the prototype, and D represents the runner outer diameter (m). 
Energy production simulations
Using the results from the experimental campaign to represent the turbine performance, in particular the extrapolated characteristic curves at prototype scale (see figure 6 ), an estimation of the annual production with the 5BTP was made. The search algorithm was used for one, two, three and four turbines considering a generator efficiency of 100%, the global efficiency being given only by the turbine efficiency. In this situation, the results exclude the choice of the electrical equipment. For each number of turbines to be installed, the algorithm was run twice. With the aim of having also a second best solution, the second run had the restriction of not allowing the solution found in the first run. The results are presented in table 1 .
The results present an obvious tendency for the best solution for Nt turbines to be a sequence formed from the best solution with Nt-1 turbines. The best individual placements are, hence, often repeated. Nevertheless, in all solutions the best production is achieved by distributing the turbines in different pipes and not by repeating Nt times the individual placement. This is due to the fact that the installation of turbines will affect the flow rate in each pipe, as the system has new equilibrium.
The selected runner diameters in each location varied from 105 to 175 mm, resulting in maximum power outputs between 1 and 11 kW. Finally, the installation of three turbines corresponds to a recovery around 2%, of the energy needed to pump the average hourly flow incoming into the sub-grid, considering the elevation of the upstream water tank, the elevation of Lake Geneva and a pump with 0.6 of efficiency.
Conclusions
In this paper, a new pico axial turbine is presented to address the difficulties of installing turbines in water supply networks, under variable flow rates and low heads.
The experimental campaign conducted on the 5BTP reduced scale model with a runner diameter of 85 mm covered a range of discharges between 1.4 and 13.5 l/s and allowed energy recovery with heads bellow 7.5 mwc. The best efficiency point of about 64 % was obtained. The highest measured mechanical power was of 328 W, with a lower efficiency of about 51.5 %. To a prototype of 165 mm, it corresponds to a mechanical power of 9 W. These results can be considered promising when referring to micro/pico machines.
To quantify the energy that the 5BTP could generate in a water supply network, simulations with the experimentally obtained characteristic and efficiency curves extrapolated to the prototype scale were performed in a real case study sub-grid. An optimization algorithm was used to identify the most suitable locations for the installation of one to four turbines in the sub-grid of the drinking water network of the city Lausanne. It was concluded that one turbine would be able to recover around 55 MWh per year.
